ANSI/ASHRAE Addendum ar to
ANSI/ASHRAE Standard 135-2012

BACnet® —
A Data Communication Protocol for Building Automation and Control Networks

Approved by the ASHRAE Standards Committee on January 26, 2013; by the ASHRAE Board of Directors on January 30, 2013; and by the American National Standards Institute on January 30, 2013.

This addendum was approved by a Standing Standard Project Committee (SSPC) for which the Standards Committee has established a documented program for regular publication of addenda or revisions, including procedures for timely, documented, consensus action on requests for change to any part of the standard. The change submittal form, instructions, and deadlines may be obtained in electronic form from the ASHRAE website (www.ashrae.org) or in paper form from the Manager of Standards.

The latest edition of an ASHRAE Standard may be purchased on the ASHRAE website (www.ashrae.org) or from ASHRAE Customer Service, 1791 Tullie Circle, NE, Atlanta, GA 30329-2305. E-mail: orders@ashrae.org. Fax: 404-321-5478. Telephone: 404-636-8400 (worldwide), or toll free 1-800-527-4723 (for orders in US and Canada). For reprint permission, go to www.ashrae.org/permissions.

© 2013 ASHRAE ISSN 1041-2336
SPECIAL NOTE

This American National Standard (ANS) is a national voluntary consensus standard developed under the auspices of ASHRAE. Consensus is defined by the American National Standards Institute (ANSI), of which ASHRAE is a member and which has approved this standard as an ANS, as “substantial agreement reached by directly and materially affected interest categories. This signifies the concurrence of more than a simple majority, but not necessarily unanimity. Consensus requires that all views and objections be considered, and that an effort be made toward their resolution.” Compliance with this standard is voluntary until and unless a legal jurisdiction makes compliance mandatory through legislation.

ASHRAE obtains consensus through participation of its national and international members, associated societies, and public review. ASHRAE Standards are prepared by a Project Committee appointed specifically for the purpose of writing the Standard. The Project Committee Chair and Vice-Chair must be members of ASHRAE; while other committee members may or may not be ASHRAE members, all must be technically qualified in the subject area of the Standard. Every effort is made to balance the concerned interests on all Project Committees.

The Manager of Standards of ASHRAE should be contacted for:
  a. interpretation of the contents of this Standard,
  b. participation in the next review of the Standard,
  c. offering constructive criticism for improving the Standard, or
  d. permission to reprint portions of the Standard.

DISCLAIMER

ASHRAE uses its best efforts to promulgate Standards and Guidelines for the benefit of the public in light of available information and accepted industry practices. However, ASHRAE does not guarantee, certify, or assure the safety or performance of any products, components, or systems tested, installed, or operated in accordance with ASHRAE’s Standards or Guidelines or that any tests conducted under its Standards or Guidelines will be nonhazardous or free from risk.

ASHRAE INDUSTRIAL ADVERTISING POLICY ON STANDARDS

ASHRAE Standards and Guidelines are established to assist industry and the public by offering a uniform method of testing for rating purposes, by suggesting safe practices in designing and installing equipment, by providing proper definitions of this equipment, and by providing other information that may serve to guide the industry. The creation of ASHRAE Standards and Guidelines is determined by the need for them, and conformance to them is completely voluntary.

In referring to this Standard or Guideline and in marking of equipment and in advertising, no claim shall be made, either stated or implied, that the product has been approved by ASHRAE.
[This foreword and the “rationales” on the following pages are not part of this standard. They are merely informative and do not contain requirements necessary for conformance to the standard.]

FOREWORD

The purpose of this addendum is to present a proposed change for public review. These modifications are the result of change proposals made pursuant to the ASHRAE continuous maintenance procedures and of deliberations within Standing Standard Project Committee 135. The proposed changes are summarized below.

135-2012ar-1 Add New Engineering Units, p. 2
135-2012ar-2 Clarify Coercion Requirements, p. 3
135-2012ar-3 Specify SubscribeCOVProperty Error Codes, p. 4
135-2012ar-4 Add Slave Proxy BIBBs, p. 5
135-2012ar-5 Allow Unicast i-Have Messages, p. 6
135-2012ar-6 Require Both Time Sync Services for Time Masters, p. 7

In the following document, language to be added to existing clauses of ANSI/ASHRAE 135-2012 and Addenda is indicated through the use of italics, while deletions are indicated by strikethrough. Where entirely new subclauses are proposed to be added, plain type is used throughout. Only this new and deleted text is open to comment at this time. All other material in this addendum is provided for context only and is not open for public review comment except as it relates to the proposed changes.
Add New Engineering Units

Rationale

Some units for metering devices are missing from the BACnet standard.

Note that these additions exceed the originally reserved range enumeration range of 0-255, so an additional range is allocated from an area of unlikely-to-be-used values at 47808-49999.

[Modify Clause 21, p. 669]

BACnetEngineeringUnits ::= ENUMERATED { -- See below for numerical order

-- Electrical

... ohm-meter-squared-per-meter (237),

... -- Electrical

-- Energy

... ampere-seconds (238),
  volt-ampere-hours (239), -- i.e. VAh
  kilovolt-ampere-hours (240),
  megavolt-ampere-hours (241),
  volt-ampere-hours-reactive (242), -- i.e. varh
  kilovolt-ampere-hours-reactive (243),
  megavolt-ampere-hours-reactive (244),
  volt-square-hours (245),
  ampere-square-hours (246),
...

-- Power

... joule-per-hours (247),

...

-- Volumetric Flow

... cubic-feet-per-day (248),

... cubic-meters-per-day (249),

...

-- Other

... watt-hours-per-cubic-meter (250),
  joules-per-cubic-meter (251),
  mole-percent (252),
  pascal-seconds (253),
...

-- Numerical Order Reference

... -- see minutes-per-degree-kelvin (236),
  -- see ohm-meter-squared-per-meter (237),
  -- see ampere-seconds (238),
  -- see volt-ampere-hours (239),
  -- see kilovolt-ampere-hours (240),
  -- see megavolt-ampere-hours (241),
  -- see volt-ampere-hours-reactive (242),
  -- see kilovolt-ampere-hours-reactive (243),
  -- see megavolt-ampere-hours-reactive (244),

5
-- see volt-square-hours     (245),
-- see ampere-square-hours    (246),
-- see joule-per-hours        (247),
-- see cubic-feet-per-day     (248),
-- see cubic-meters-per-day   (249),
-- see watt-hours-per-cubic-meter   (250),
-- see joules-per-cubic-meter (251),
-- see mole-percent           (252),
-- see pascal-seconds         (253),
... } 

-- Enumerated values 0-255 and 47808-49999 are reserved for definition by ASHRAE.
-- Enumerated values 256-47807 and 50000-65535 may be used by others subject to the procedures
-- and constraints described in Clause 23.

[Change Table 23-1, p. 636]

<table>
<thead>
<tr>
<th>Enumeration Name</th>
<th>Reserved Range</th>
<th>Maximum Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>...</td>
<td>...</td>
<td>...</td>
</tr>
<tr>
<td>BACnetEngineeringUnits</td>
<td>0-255,47808-49999</td>
<td>65535</td>
</tr>
<tr>
<td>...</td>
<td>...</td>
<td>...</td>
</tr>
</tbody>
</table>
135-2012ar-2 Clarify Coercion Requirements

Rationale

The WriteGroup service was added in Addendum 135-2010aa, but the DS-WG-I-B and DS-WG-E-B BIBBs do not rule on datatype support, implying that DS-WG-I-B devices must support coercions for which they have no actual objects that would use them.

[Change Clauses K.1.22 and K.1.23, p. 883]

K.1.22 BIBB - Data Sharing-WriteGroup-Internal-B (DS-WG-I-B)
The B device shall contain one or more Channel objects that may be influenced by WriteGroup service requests from device A.

<table>
<thead>
<tr>
<th>BACnet Service</th>
<th>Initiate</th>
<th>Execute</th>
</tr>
</thead>
<tbody>
<tr>
<td>WriteGroup</td>
<td></td>
<td>x</td>
</tr>
</tbody>
</table>

Devices claiming conformance to DS-WG-I-B shall support configuration of Channel object BACnetDeviceObjectPropertyReference values that contain references to objects inside of device B only.

*When performing datatype coercion of values to be written to objects internal to device B, the B device shall support coercions to all datatypes used by objects implemented in device B but is not required to support coercions for other datatypes.*

K.1.23 BIBB - Data Sharing-WriteGroup-External-B (DS-WG-E-B)
The B device shall contain one or more Channel objects that may be influenced by WriteGroup service requests from device A.

<table>
<thead>
<tr>
<th>BACnet Service</th>
<th>Initiate</th>
<th>Execute</th>
</tr>
</thead>
<tbody>
<tr>
<td>WriteGroup</td>
<td></td>
<td>x</td>
</tr>
<tr>
<td>WriteProperty</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Devices claiming conformance to DS-WG-E-B shall also support DS-WG-I-B and DS-WP-A. The B device shall also support configuration of Channel object BACnetDeviceObjectPropertyReference values that contain Device Instances outside of device B, and shall be capable of initiating WriteProperty and optionally WritePropertyMultiple.

*When performing datatype coercion of values to be written to objects by device B, the B device shall support coercions to all the datatypes shown in Table 12-63 – Datatype Coercion Rules.*
135-2012ar-3 Specify SubscribeCOVProperty Error Codes

Rationale

Error situations were identified for SubscribeCOV in addendum 135-2008h, but not for SubscribeCOVProperty. This proposed change aligns the error situations for SubscribeCOVProperty with those for SubscribeCOV.

[Change Clause 13.6.2, p. 532]

13.15.1.3.1 Error Type

This parameter shall consist of two component parameters: (1) the 'Error Class' and (2) the 'Error Code'. See Clause 18. The 'Error Class' and 'Error Code' to be returned for specific situations are as follows:

<table>
<thead>
<tr>
<th>Situation</th>
<th>Error Class</th>
<th>Error Code</th>
</tr>
</thead>
<tbody>
<tr>
<td>Specified object does not exist</td>
<td>OBJECT</td>
<td>UNKNOWN_OBJECT</td>
</tr>
<tr>
<td>Specified property does not exist</td>
<td>PROPERTY</td>
<td>UNKNOWNPROPERTY</td>
</tr>
<tr>
<td>Specified object does not support COV notifications</td>
<td>OBJECT</td>
<td>OPTIONAL_FUNCTIONALITY_NOT_SUPPORTED</td>
</tr>
<tr>
<td>Specified property does not support COV notifications</td>
<td>PROPERTY</td>
<td>NOT_COV_PROPERTY</td>
</tr>
<tr>
<td>No context can be created due to resource limitations</td>
<td>RESOURCES</td>
<td>NO_SPACE_TO_ADD_LIST_ELEMENT</td>
</tr>
<tr>
<td>The Lifetime parameter is outside the range supported by the device</td>
<td>SERVICES</td>
<td>VALUE_OUT_OF_RANGE</td>
</tr>
</tbody>
</table>
135-2012ar-4 Add Slave Proxy BIBBs

Rationale

The Slave Proxy functionality was added in Protocol_Revision 4, but no corresponding BIBBs were generated to allow devices to claim support for it.

[Add new Clauses K.5.X1 and K.5.X2, p. 905]

K.5.X1 BIBB - Device Management-Slave Proxy-View and Modify-A (DM-SP-VM-A)

The A device displays and modifies the slave proxy related properties in a slave proxy device.

<table>
<thead>
<tr>
<th>BACnet Service</th>
<th>Initiate</th>
<th>Execute</th>
</tr>
</thead>
<tbody>
<tr>
<td>ReadProperty</td>
<td>x</td>
<td></td>
</tr>
<tr>
<td>ReadRange</td>
<td>x</td>
<td></td>
</tr>
<tr>
<td>AddListElement</td>
<td>x</td>
<td></td>
</tr>
<tr>
<td>RemoveListElement</td>
<td>x</td>
<td></td>
</tr>
<tr>
<td>WriteProperty</td>
<td>x</td>
<td></td>
</tr>
</tbody>
</table>

Devices claiming conformance to DM-SP-VM-A shall be able to read and present the Slave_Proxy_Enable, Manual_Slave_Address_Binding, Auto_Slave_Discovery and the Slave_Address_Binding properties of the Device object.

When a device is proxying for a large number of MS/TP slave devices, the Manual_Slave_Address_Binding and Slave_Address_Binding properties can contain very large values. For this reason, the A device shall support initiation of the ReadRange service so as to be able to retrieve large values for these properties.

The A device shall be capable of configuring the Slave_Proxy_Enable, Manual_Slave_Address_Binding, Auto_Slave_Discovery, and Slave_Address_Binding properties.

A device claiming support for DM-SP-VM-A is interoperable with devices that support DM-SP-VM-B.

K.5.X2 BIBB - Device Management-Slave Proxy-B (DM-SP-B)

The B device implements the slave proxy functionality and provides I-Am messages on behalf of MS/TP slave devices.

<table>
<thead>
<tr>
<th>BACnet Service</th>
<th>Initiate</th>
<th>Execute</th>
</tr>
</thead>
<tbody>
<tr>
<td>ReadProperty</td>
<td>x</td>
<td>x</td>
</tr>
<tr>
<td>ReadRange</td>
<td>x</td>
<td></td>
</tr>
<tr>
<td>AddListElement</td>
<td>x</td>
<td></td>
</tr>
<tr>
<td>RemoveListElement</td>
<td>x</td>
<td></td>
</tr>
<tr>
<td>WriteProperty</td>
<td>x</td>
<td></td>
</tr>
<tr>
<td>Who-Is</td>
<td>x</td>
<td></td>
</tr>
<tr>
<td>I-Am</td>
<td>x</td>
<td></td>
</tr>
</tbody>
</table>

Devices claiming conformance to DM-SP-B shall support the Slave_Proxy_Enable, Manual_Slave_Address_Binding, Auto_Slave_Discovery and the Slave_Address_Binding properties of the Device object. Slave proxies shall be capable of performing the slave proxy function on any or all of the directly connected MS/TP networks.

Devices claiming conformance to this BIBB shall be capable of proxying for at least 32 MS/TP slaves devices per directly connected MS/TP network.

When the B device is proxying for a large number of MS/TP slave devices, the Manual_Slave_Address_Binding and Slave_Address_Binding properties can contain very large values. For this reason, the B device shall support execution of the ReadRange service.
A device claiming support for DM-SP-VM-B is interoperable with devices that support DM-SP-VM-A and with MS/TP slave devices.
135-2012ar-5 Allow Unicast I-Have Messages

**Rationale**

Currently, I-Am requests can be sent as either broadcast or unicast, but I-Have requests are required to be broadcast. It is not clear why there is this difference between the two services, as there may be situations in which it is desirable to send I-Have as a unicast in order to minimize the use of broadcasts.

[Change Clause 16.9.4, p. 579]

**16.9.4 Service Procedure**

The sending BACnet-user shall broadcast or unicast the I-Have unconfirmed request. Such broadcasts If the I-Have is broadcast, this broadcast may be on the local network only, a remote network only, or globally on all networks at the discretion of the application. If the I-Have is being transmitted in response to a previously received Who-Has, then the I-Have shall be transmitted in such a manner that the BACnet-user that sent the Who-Has will receive the resulting I-Have. Since the request is unconfirmed, no further action is required. A BACnet-user may issue an I-Have service request at any time.
135-2012ar-6 Require Both Time Sync Services for Time Masters

Rationale

For the best level of interoperability, a device functioning as a Time Master should be able to transmit both TimeSynchronization and UTCTimeSynchronization services, since the receiving devices can potentially support either. However, as the footnotes are written today, a device is allowed to choose to support only one of these services. This change collects all the time sync properties together into an indivisible bundle.

[Change Table 12-13, p.199]

<table>
<thead>
<tr>
<th>Property Identifier</th>
<th>Property Datatype</th>
<th>Conformance Code</th>
</tr>
</thead>
<tbody>
<tr>
<td>…</td>
<td>List of BACnetRecipient</td>
<td>O5</td>
</tr>
<tr>
<td>Time_Synchronization_Recipients</td>
<td>List of BACnetRecipient</td>
<td>O5</td>
</tr>
<tr>
<td>…</td>
<td>List of BACnetRecipient</td>
<td>O14s</td>
</tr>
<tr>
<td>utc_Time_Synchronization_Recipients</td>
<td>List of BACnetRecipient</td>
<td>O14s</td>
</tr>
<tr>
<td>Time_Synchronization_Interval</td>
<td>Signed</td>
<td>O14s</td>
</tr>
<tr>
<td>Align_Interval</td>
<td>BOOLEAN</td>
<td>O14s</td>
</tr>
<tr>
<td>Interval_Offset</td>
<td>Unsigned</td>
<td>O14s</td>
</tr>
</tbody>
</table>

5 These properties shall be present only if all of them are present. If present, these properties shall be writable.

...
Add a new entry to History of Revisions, p. 1026]

(This History of Revisions is not part of this standard. It is merely informative and does not contain requirements necessary for conformance to the standard.)

HISTORY OF REVISIONS

<table>
<thead>
<tr>
<th>Protocol Version</th>
<th>Revision</th>
<th>Summary of Changes to the Standard</th>
</tr>
</thead>
<tbody>
<tr>
<td>...</td>
<td>...</td>
<td>Addendum ar to ANSI/ASHRAE 135-2012</td>
</tr>
</tbody>
</table>

Approved by the ASHRAE Standards Committee January 26, 2013; by the ASHRAE Board of Directors January 30, 2013; and by the American National Standards Institute January 30, 2013.

1. Add New Engineering Units
2. Clarify Coercion Requirements
3. Specify SubscribeCOVProperty Error Codes
4. Add Slave Proxy BIBBs
5. Allow Unicast I-Have Messages
6. Require Both Time Sync Services for Time Masters
POLICY STATEMENT DEFINING ASHRAE’S CONCERN FOR THE ENVIRONMENTAL IMPACT OF ITS ACTIVITIES

ASHRAE is concerned with the impact of its members’ activities on both the indoor and outdoor environment. ASHRAE’s members will strive to minimize any possible deleterious effect on the indoor and outdoor environment of the systems and components in their responsibility while maximizing the beneficial effects these systems provide, consistent with accepted standards and the practical state of the art.

ASHRAE’s short-range goal is to ensure that the systems and components within its scope do not impact the indoor and outdoor environment to a greater extent than specified by the standards and guidelines as established by itself and other responsible bodies.

As an ongoing goal, ASHRAE will, through its Standards Committee and extensive technical committee structure, continue to generate up-to-date standards and guidelines where appropriate and adopt, recommend, and promote those new and revised standards developed by other responsible organizations.

Through its Handbook, appropriate chapters will contain up-to-date standards and design considerations as the material is systematically revised.

ASHRAE will take the lead with respect to dissemination of environmental information of its primary interest and will seek out and disseminate information from other responsible organizations that is pertinent, as guides to updating standards and guidelines.

The effects of the design and selection of equipment and systems will be considered within the scope of the system’s intended use and expected misuse. The disposal of hazardous materials, if any, will also be considered.

ASHRAE’s primary concern for environmental impact will be at the site where equipment within ASHRAE’s scope operates. However, energy source selection and the possible environmental impact due to the energy source and energy transportation will be considered where possible. Recommendations concerning energy source selection should be made by its members.